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SLIP CAP
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TEAR BACK EXISTING ROOF
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REINSTALL ROOF WITH FLASHING
AND RUN ROOF OVER CURB
AND UNDER SLIP CAP

2X 8 (MIN)
PRESSURE TREATED
WOOD CURB, ATTACH
TO SUBSTRATE OF
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INTERIOR  5/8" TYPE "X" GYP BD
ON 6" STL STUD

VAPOR BARRIER PAPER OVER
1/2" OSB SHEATHING
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JOINT

WEEP SCREED
PER PROPER STUCCO
INSTALLATION
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UNDER ATTACHEMENT

CRICKET, REFER
TO ROOF
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3 COAT STUCCO
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FRP (FIBERGLASS REINFORCED
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6" R19 BATT INSUL.

BUILT UP
ROOF ON METAL DECK

CANT STRIP

48-AS7.5
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12

COLLECTOR BOX
AND DOWN SPOUT

PARAPET CAP PER
DETAIL 6/AS48A 7-5

COLLECTOR BOX

SHEET METAL SCUPPER
SOLDER/WELDED - SECURE
TO WALL AND DECK OR
OPTINAL WOOD BLOCKING

MEMBRANE FLASHING SHEET
ADHERED TO BACKER,
MOP OR COLD APPLIED

OPTIONAL WOOD
BLOCKING

BUILT UP ROOF
PER DETAIL 12/48AS-7-5
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INSTALL POLYURETHANE
SEALANT

TERMINATION OF MEMBRANE
FLASHING

SCUPPER SHALL MEET
S.M.A.C.H.A. STANDARDS
FIGURE 1-26

T.O. PARAPET
12' - 0"

CURVED TEE-PANEL
SNAP SEAM

DRIP FLASHING; FIELD
CURVE W/ CRIMPER,
4" END LAPS W/ CONT.
CAULK @ LAPS

1 1/4"

STANDING SEAM MFR.
FASCIA PANEL

ICE AND WATER SHIELD

STRUCTURAL FRAMING MEMBERS
PROVIDE PAINTED FINISH

RIDGID INSULATION
W/ LAMINATED NAILABLE
DECK

STEEL ROOF DECK
PROVIDE PAINTED FINISH

ICE AND WATER SHIELD
TOP LAYEREXPANSION GAP

MFR'S CLOSURE
METAL

CONT. BACKER AND SEALANT

STRUCTURAL FRAMING MEMBERS
PROVIDE PAINTED FINISH

CURVED TEE PANEL

ICE AND WATER
SHIELD

DRIP FLASHING; 4"
END LAPS W/ CONT.
CAULK AT LAPS

SUB-FLASHING; 4"
END LAPS W/ CONT.
CAULK AT LAPS

R-38 5" RIGID INSULATION
W/ LAMINATED NAILABLE
DECK

STEEL ROOF DECK

20GA MIN. BREAK METAL CLOSURE, FINISH
TO MATCH STANDING SEAM DECK

1/2" NAILING  BOARD

1-1/2" STANDING SEAM
METAL ROOF

5"

STRUCTURAL  STEEL TUBE,
REFER TO STRUCTURAL DWGS

SEAT IN SILICONE WEATHER
RESISTANT CAULK

CONT. BREAK METAL CLOUSURES PACKED W/R19 6"
BATT INSULATION, ATTACH TO TUBE AND STL DECK.
PROVIDE PAINTED FINISH TYP. EA. SIDE

CAMBERED STRUCTURAL STEEL,
REFER TO STRUCTURAL DRAWINGS
PROVIDE  PAINTED FINISH

48-AS7.5

8

1' - 0"

T.O. EAVE
29' - 1"

4 1/4"

TRANSLUCENT KALWALL
SYSTEM

#30 FELT UNDERLAYMENT

SUB-FLASHING, 4'
CONT. CAULK AT LAPS

COUNTER FLASHING; 4"
END LAPS W/ CONT.
CAULK @ LAPS. POP RIVET
TO CLOSURE 40" O.C. MAX.

 PANEL

CLOSURE

CONT. RIB W/ 2 FASTENERS
36" O/C.

CONT. BEAD OF CAULK
BETWEEN CLOSURE AND
PANEL

RIDGID INSULATION
W/ LAMINATED NAILABLE
DECK

KALWALL BENT PLATE CLOSURE

T. O. RADIUSED
BEAM

37' - 8 1/4"

TRANSLUCENT
KALWALL SYSTEM
AND CONNECTIONS

12 X 6 STRUCTURAL STEEL CAMBERED
TUBE BEAM. PROVIDE PAINTED FINISH
REFER TO STRUCTURE DRAWINGS

12 X 4 STEEL TUBE, REFER TO
STRUCTURAL DRAWINGS. PROVIDE
PAINTED FINISH

STEEL SHIM
AS REQUIRED

TUBE STEEL REFERENCE STRUCTURAL

FOR ADDITIONAL REQUIREMENTS

WINDOW SYSTEM

PROVIDE ANODIZED ALUMINUM

BREAKMETAL TO MATCH WINDOW

SYSTEM.  WRAP ALL EXPOSED TUBE

STELL MEMBERS.

TRANSLUCENT PANELS EQ. TO KALLWALL

CANOPY SYSTEM

 HARDWARE PER MANUFACTURER'S

RECOMMENDATIONS.

STEEL ANGLE LEDGER AT STUD WALL PER

MANUFACTURER'S RECOMMENDATIONS
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WALL SECTIONS AND DETAILS

48-AS7.3

 3/4" = 1'-0"
1

WALL SECTION 11

 1 1/2" = 1'-0"
2

EXTERIOR WALL DETAIL 20
 1/2" = 1'-0"

4
MASS SHOWER WALL SECTION 1

 1 1/2" = 1'-0"
5

SCUPPER-CONDUCTOR BOX DETAIL
 1 1/2" = 1'-0"

6
BARREL ROOF FRONT EAVE

 1 1/2" = 1'-0"
7

BARREL ROOF SIDE EAVE 1

 3" = 1'-0"
8

BARREL ROOF AT SKYLIGHT DETAIL 24
 3" = 1'-0"

9
CANOPY SECTION 6

 1/4" = 1'-0"
3

Interior Canopy Detail


